Potential and Analysis of an Osmotic Power Plant in the Magdalena River Using Experimental Field-Data

Jacobo M. Salamanca*
Department of Systems Engineering and Automation
University of Valladolid, Valladolid, Spain
e−mail: jmsalamanca@autom.uva.es

Óscar Álvarez-Silva
Department of Physics and Geosciences
Universidad del Norte, Barranquilla, Colombia
e−mail: oalvarezs@uninorte.edu.co

Fernando Tadeo
Department of Systems Engineering and Automation
University of Valladolid, Valladolid, Spain
e−mail: fernando.tadeo@uva.es

Abstract
The Magdalena River mouth in Colombia is studied as a candidate site for a renewable power plant via osmotic energy technology, using pressure retarded osmosis. This power generation plant would operate through the controlled mix of two flows with different salinities (river water and sea water in this case study). A preliminary design of a pressure retarded osmosis power plant is proposed here by means of experimental data acquisition on-site at the river mouth. The obtained net power production is shown to reach 6 MW, with adequate membrane power densities above 5 W/m². These promising results consider energetic losses involved in the process, which have been further analysed to propose improvement targets in pretreatment processes and membrane permeability.

Keywords
Osmotic Energy, Pressure Retarded Osmosis, River Mouths, Renewable Energies, Membrane Processes

1. Introduction
Increasing global population and energy demands in its current trend will inevitably result in global warming and depletion of natural resources [1]. The anthropogenic origin of this global warming and its consequential forthcoming climate change needs to be acknowledged and mitigated [2]. In this context, research for renewable energy techniques is of the utmost importance for a sustainable future [3], in order to reduce the dependency on fossil fuels as the major energy source [4].

Water resources and its availability and uses are slowly becoming a critical issue as well, and are deeply connected to the energy sector [5]. Both water and clean energy are involved in

* Corresponding author
salinity gradient energy (SGE) processes. This relatively new group of technologies (also known as osmotic processes, osmotic energy, blue energy) address the possibility of producing renewable electrical energy through the controlled mix of two water streams with different osmotic pressures, that is, mainly but not only, different salt contents. The availability of two streams with a high salinity gradient across them is found naturally at river mouths [6], though it can appear in other environments, such as hypersaline systems, in which bodies of water with high salinity (e.g. the Dead Sea) are involved [7]. Another natural system gaining scientific attention more recently are geothermal wells. A project combining osmotic and geothermal power is in development in Denmark [8]. Some industrial processes offer this possibility as well, especially in the desalination industry, due to the production of brines as residue, which could instead be regarded as a by-product [9]. This approach could also be extended to other industry sectors if other residual water streams were to be considered, such as treated sewage water [10].

Salinity gradient energy technology has shown much growth since Pattle’s approach in 1954 [11], when idea of the untapped potential of salinity gradients was first considered, although it did not receive much attention until years later. Economic instability and the increase of oil prices drove the scientific community to search for alternative energy sources [12]. In 1974 Loeb presented pressure retarded osmosis (PRO) [13]. Pressure retarded osmosis is a membrane process in which a low salinity water stream (feed) and a pressurized high salinity stream (draw) are made to interact through a semipermeable membrane. Water is selectively allowed to flow from the feed side through the membrane towards the draw side. This results in an increment of the amount of pressurized water, which can be used afterwards in a turbine to produce electricity.

This paper concentrates on PRO [14], but it is not the only technology that aims to exploit salinity gradients. Reverse electrodialysis (RED) is receiving similar attention. RED is also a membrane process, on which two types of membranes (anion exchange and cation exchange membranes) are placed alternatively forming a stack, with both feed and draw streams flowing in between. This configuration creates a difference of potential over the two types of membranes, which can be connected to provide electricity [15]. It is worth noting that the electrical energy extracted is done directly, whereas PRO needs a converter (e.g. turbine). A third group of technologies is capacitive mixing. This does not employ membranes, but electrodes instead, which are immersed alternatively in the ionic feed and draw solutions following a charge-discharge cycle, which is thermodynamically similar to a heat engine [16].

Real plants have been built using the two main SGE technologies, PRO and RED. In 2009, the first osmotic power plant was started up in Norway by Statkraft, using PRO, followed by the Netherlands’ Redstack plant and Japan’s MegaTon Water System project [17].

One of the biggest challenges of PRO (and in RED too) is the membrane performance. It is commonly agreed, since the startup and shutdown of the Statkraft power plant, that for a PRO plant to be profitable, the membrane should present a power density above 5 W/m² [18]. A lot of effort is being made in that direction: Wan et al. developed membranes with one of the highest power densities [19], Nagy et al. modelled fouling mechanisms and the effects on PRO [20], Long et al. gave indications about energetically optimal operation strategies [21]. Control strategies have also been proposed [22], as well as different process configurations [23], even integration with other processes, such as desalination [9], [17]. Taking into account these achievements and the expected solution to the current challenges, PRO is deemed to be a viable option [14] to exploit SGE at the location presented in this research.
Aside from the technical limitations and how to face or mitigate them, it is important to analyse where these technologies could be implemented. If the worldwide riverflow discharge into the oceans is summed up and considered, there is a theoretical potential above 1 TW to be harnessed. However, this global quantification and how to decide whether an actual site is feasible or not, is a matter of disagreement among experts [24]. From a purely energetic point of view, the actual extractable energy will always be considerably smaller than the theoretical potential for all natural systems, due to the inevitability of energy consumption and losses intrinsic to any SGE generation process. The most significant energetic costs are the transportation of the water streams towards the power plant, the water pretreatment to prevent or reduce membrane deterioration and the inefficiencies of the energy conversion system (turbine inefficiencies).

Few investigations have been conducted regarding actual systems and considering their own unique characteristics. Ortega et al. analysed studied the suitability of a Colombian river [25], Sharma et al. evaluated the potential of power production in an estuary in India [26], and in Turkey other evaluations have been performed [27], [28]. Experimental data gathering at a real site would provide salinity and temperature data, including their temporal variability, necessary for determining the available salinity gradient and to estimate more accurately the operating pressure, which is one of the most important process variables, and it is key to sizing plant equipment and to the behaviour of other variables. More accurate simulations could be performed as well, providing better estimations of the extractable energy and aiding to determine the membrane surface area required to treat a given riverwater stream. Surface area often takes a considerable portion of the economic costs, so it is critical for feasibility [29].

It is also important to have information about the possible impact on the ecosystem [30], the actual water quality, and proximity to the demanding population (connectivity to electricity grid). Water quality information would provide indications about the potential pretreatments required.

This study is focused on the natural system formed at the Magdalena river mouth in the Caribbean Sea, to evaluate its potential for electrical production via salinity gradient technology, specifically considering pressure retarded osmosis (PRO). Experimental on-site data have been acquired and proved to be useful in the proposal of a preliminary PRO plant design. A realistic approach for power production calculations is considered, taking into account the decrease of the gradient in a continuous flow operation and giving estimations of energetic costs linked to the process.

2. Materials and Methods

This section describes the location for the proposed PRO plant and the acquisition of the experimental data. Afterwards, a review of PRO models is presented, in order to establish the calculation procedure to estimate the power production.

2.1. Case study

The Magdalena River mouth presents a very promising chance for SGE production due to its unique morphology, which allows the availability of sea and river water within a short distance. The final stretch of the river before reaching the Caribbean Sea was artificially narrowed in the 1930s in one of the biggest public engineering works of the country. The
canalization was built in order to reduce the flux area to cause a rise in the water velocity and enhance the navigability of the Magdalena River. This resulted in the current configuration where the river and sea are separated in the east margin of the river course by a 6 km jetty of only a few meters wide. Figure 1 shows that the river plume formed in the sea does not interfere with the seawater intake area. This behaviour is constant throughout the year.

An important feature of the Caribbean Sea is that it is a semi-enclosed sea in a tropical region; these circumstances make it both saltier and warmer than average worldwide ocean water. These characteristics are advantageous to any PRO process [31], [32].

Fig. 1: Magdalena River mouth. Satellite image source: CNES/Astrium 18.03.2016, taken and modified from Google Earth. coordinate system UTM Zone 18N
Black and white circles show the measurement sites in the river and sea sides, respectively

2.2. Experimental data
Temperature and salinity data were gathered every 30 minutes in both river and sea using the conductivity and temperature sensors and loggers described in [33]. The river and seaside sensors present a maximum measurement error of 3% and 5% respectively.

The measurement sites where the sensors were located are shown in Figure 1. The seaside sensor was placed a few meters away from land. The riverside sensor was placed in a signalling buoy of the navigation channel of the Magdalena river port 5 meters deep, approximately in the middle of the waterflow channel. In order to select representative locations for the deployment of the sensors, preliminary temperature and salinity profiles
were measured parallel to the western jetty in both river and sea sides. These measurements showed that the salinity of the river increases closer to the ocean, while the salinity of the sea decreases due to the proximity to the river mouth; therefore, the salinity gradient decreases. In the sector where the sensors where finally installed the salinity of the river reduces to near zero and remains constant upstream. Thus, it can be assumed that the chosen locations are representative of the best possible conditions achievable on the river mouth.

2.3. Models for pressure retarded osmosis

Different models have been proposed, under different assumptions and different levels of detail. The aim is to determine the water permeation $J_w$ and then the power density production $W$:

$$ W = J_w \Delta P $$

(1)

All these models are based on the fact that water permeation across a semipermeable membrane ($J_w$) can be expressed in terms of the water permeability coefficient $A$, the transmembrane hydraulic pressure difference $\Delta P$ and the osmotic pressures of the feed and draw, $\pi_F$ and $\pi_D$, ideally following the expression:

$$ J_w = A(\pi_D - \pi_F - \Delta P) $$

(2)

Osmotic pressures are evaluated using Van’t Hoff equation:

$$ \pi = \beta vH CRT $$

(3)

where $\beta vH$ is the Van’t Hoff coefficient, which represents the number of ionic species on the solution coming from the dissociation of the original salt. $\beta vH$ is close to 2.0, since the majority of sea salt is sodium chloride. $C$ depicts the molar concentration of the solution (mol/l), $R$ is the universal gas constant and $T$ the absolute temperature.

However, this ideal expression (Eq. 2) is only an approximation because, in practice, membrane selectivity is not perfect: a salt flux always takes place in the opposite direction to the water permeation. This undesired salt flux reduces the effective salinity gradient across the membrane. Another deviation from ideal behaviour is caused by hydrodynamics near the membrane surface, usually presenting concentration polarization [34]. This detrimental phenomenon, in broad terms, consists of the accumulation of solute (feed side of the membrane) or depletion (draw side) near the physical interfaces. This concentration polarization is called external when the active layer of the membrane interface is affected, and internal when it happens on the membrane support layer. It causes a decrease in the actual effective transmembrane salinity gradient. More comprehensive modelling than Eq.1 is required to include these phenomena in order to describe more realistically this. Thus, several models are now briefly described.

2.3.1. Lee Model

The first model to include deviations from ideality due to concentration polarization was Lee’s [35], which includes only the effect of internal concentration polarization for a flat sheet membrane:
Where $C_{F,b}$ is the bulk salt concentration at the feed side, $C_{D,m}$ the salinity at the membrane-fluid interface on the draw side, $K$ the solute resistivity and $B$ the salt permeability of the membrane. From a practical point of view, it is difficult to know concentration values on the active layer ($C_{D,m}$). Moreover, it does not consider the influence of the salinity on the feed side.

2.3.2. Achilli model

Achilli et al. [36] added the effect of external concentration polarization, expressed through a mass transfer coefficient $k$, assumed to be the same on both sides of the membrane:

$$J_w = A \left[ \pi_{D,m} \exp \left( \frac{1}{k} - \frac{1 - \frac{C_{F,b}}{C_{D,m}} \exp(J_w K)}{1 + B \frac{J_w}{k} \exp(J_w K - 1)} \right) - \Delta P \right]$$

This model does not require interfacial concentrations, only bulk osmotic pressures at feed and at draw sides (subindex $b$).

2.3.3. Other models

The contribution of other authors is also noteworthy, like Yip’s model [37], similar to previous models, but extending them by implementing the effect of the reverse salt flux, Prante’s [38] modification of Achilli’s, or Sivertsen’s adaptation for hollow fiber membranes [39].

2.3.4. Touati model

In this work, the following model was used because it considers all types of concentration polarization, the reverse salt flux and it describes the PRO process through a general mass transport model [31]:

$$J_w = A \left[ \pi_{D,b} + \frac{B}{A} \left( 1 + \frac{A\Delta P}{J_w} \right) \right] \exp \left( \frac{J_w}{k_D} \right) - \left[ \pi_{F,b} + \frac{B}{A} \left( 1 + \frac{A\Delta P}{J_w} \right) \right] \exp(J_w K) \exp \left( \frac{J_w}{k_F} \right) - \Delta P$$

Where the mass transfer coefficients differentiated for feed side and draw are represented by $k_F$ and $k_D$.

Salt permeation can be calculated as follows:

$$J_s = J_w \frac{B}{A\beta RT} \left( 1 + \frac{A\Delta P}{J_w} \right)$$

The equation for $J_w$ (Eq. 6) is implicit and non-linear, due to the exponential terms that represent the concentration polarization that correct both osmotic pressures. At first sight, this
equation is an adaptation of the ideal model (Eq. 2). In Touati’s model each osmotic pressure is adjusted by the addition of a term and then multiplying by a gain, representing in a broader sense the effective or practical osmotic pressure on each side of the membrane. Due to the effect of the internal polarization only being present on the feed side (because that is where the actual water transport takes place), the overall osmotic gradient is more sensitive to feed concentration changes than in the draw. This behaviour has been experimentally observed [34] and is adequately represented on this model.

From a calculation point of view, this model is essentially an implicit equation, that must be resolved numerically for each group of three independent variables (the two concentrations and the pressure).

2.4. Simulation and power production calculation for designing a countercurrent flow pressure retarded osmosis process

Countercurrent flow configuration provides a more constant osmotic difference in all the membrane sections compared to a parallel flow system. Thus, the external pressure applied will be near optimal at every point.

In order to prevent an overestimation of the salinity gradients, the aforementioned mathematical model for water permeation in PRO must be used, taking care of two phenomena that happen in any continuous operation. The reverse salt flux is one of the reasons why the effective transmembrane gradient diminishes, the other being the draw dilution. The former increases the salt concentration on the feed side, while the latter decreases the draw salinity, as it can be seen on the schematic in Figure 2. Both previous undesired effects must be taken into account when simulating the process. Any calculation procedure must consider those concentration variations along the membrane.

Mass balance equations for each section on each side of the membrane are needed in order to determine the intermediate concentrations, these being Q flowrates and C concentrations, subindex F for river feed, D for the draw sea stream, at membrane section i:

![Fig. 2: Flow distribution on the system](image-url)
This countercurrent multiple stage configuration requires iterative calculations to solve its mathematical loop of equations (Eq. 8-11). The feed (river) and draw (sea) salt concentrations and flowrates serve as boundaries, while the internal intermediate concentrations and flows are updated on each iteration, till the overall mass balance is satisfied.

Once the mathematical system has been solved, it is possible to proceed with the design. One of the most decisive process variables is the external pressure applied to the draw current. It is known that the optimal pressure is approximately half the osmotic gradient between the two water sources at its inlets [14]. However, when considering the gradient variations along the membrane, this assumption is no longer valid. The optimal pressure now will take a different value, significantly smaller, which will have to take place in the range comprised by the osmotic gradients in both ends of the module, \( \frac{(\pi_{\text{draw}} - \pi_{\text{purge}})}{2} \) and \( \frac{(\pi_{\text{brackish}} - \pi_{\text{feed}})}{2} \) for a countercurrent design. A sensitivity analysis has been performed, varying the external pressure and observing its effect on some of the process variables, the power production among them. The optimal pressure determined with this procedure is used later in further analysis (see Figure 5 on 3.2.1). The power density in each section is also monitored, since it is highly recommended for it to be above 5 W/m² [18].

This general procedure has been applied to the case study. For simplicity, the river and sea intakes are set to 30 m³/s, which keep the Magdalena River intake flowrate well above its minimum environmental limit of 420 m³/s [24]. It has been reported [6] that using values of sea to river ratio slightly higher than one lead to higher theoretical potentials. However, higher pumping and pretreatment costs would be associated. In order to simplify, on this analysis the sea to feed ratio is kept at one. The plant sizing is chosen so power production is similar to small hydro power plants, common in Colombia [40], [41].

The physical properties of the membrane are a critical aspect of PRO processes, mainly its salt and water permeabilities \( B \) and \( A \), respectively. These permeabilities have been chosen according to experimental results provided by other authors [19]. Physical properties have been previously determined experimentally [34].

2.5 Estimation of the potential net power production
The raw power production estimated for the case study is considerably diminished when deducting from it the pumping and pretreatment energetic costs and taking into account the turbine efficiency. Pumping costs, considering distances (200 m) and height differences (2 m) from the intake points, have been calculated following Darcy’s law. Pretreatment costs and turbine efficiency are accounted following these works [42], [43], microfiltration or ultrafiltration pretreatments are selected, since they demand much less energy than other conventional treatments, 0.2 MJ/m³ vs 0.9 MJ/m³, for both river and sea water.
3. Results and discussion

The experimental data and calculations derived from the previously described model show the following results.

3.1 Experimental field data

Salt concentration and temperature data gathered during the three week registered period are presented on Figures 3 and 4, respectively. Their variability has been shown, on both sides of the jetty. The magnitudes of both variables oscillate on a daily period, with the exception of the salinity at the river side. The daily average of all variables remains moderately stable throughout the days. The salinity of the river is very low and only started to take higher values at the end of the registration period. This increase in the river salinity is due to the reduction of the river discharge during the dry season and the consequent salt wedge intrusion by seawater [8]. This seawater penetration in the channel, which varies throughout the yearly seasons, means that the river water intake should be placed either further inland or closer to the water surface at that time of the year. Further data collection is being performed at different river locations to solve this issue.

![River salinity graph](image1)
![Sea salinity graph](image2)

Fig. 3: Magdalena River and Caribbean Sea measured salinities for the selected period
Fig. 4: Magdalena River and Caribbean Sea measured temperatures for the selected period

The average salinity is 0.21 g/l (river) and 33.7 g/l (sea) with maximum and minimum of 0.11 g/l and 0.46 g/l for the river, 30.1 g/l and 34.9 g/l, a standard deviation of 0.02 g/l and 0.66 g/l.

3.2 Simulation of the process in a countercurrent flow design

As discussed in 2.4, the mathematical model is simulated, carefully choosing the optimal external pressure, and followed by the preliminary design.

3.2.1. Determination of the optimal pressure

A central aspect for the design, analysis and operation of PRO plants is the selection of the external applied pressure AP. This pressure is the one that would lead to the maximum power production. Under several assumptions [18], it is half the osmotic pressure difference across the membrane. In practice, this optimal pressure is always less than half the osmotic gradient, because the gradient progressively diminishes as the process goes by (draw dilution, reverse salt flux towards the feed), as explained in subsection 2.4. Using the detailed models (Eq 4-6), it is difficult to determine this optimal pressure in an analytical manner, even when considering only three sections. Consequently, in this work, the optimal pressure was tracked through simulation of the model, following the idea presented in 2.4.

A sensitivity analysis on the influence of the external pressure has been performed, and its results are shown on Figure 5. Here the focus is on the power production, although the purge stream characteristics are also shown, because they affect the analysis of the overall plant flows. The maximum simulated pressure is selected to be half the osmotic difference between the river and sea water at their inlets (which corresponds to an ideal one-stage PRO process), and then decreasing it until the maximum power production is found.

Fig. 5. Power production and purge characteristics dependance on the external pressure applied to the draw stream
The results show that the optimal operating pressure for this configuration is 11.5 bar. Purge characteristics (flowrate and salinity) are shown for each pressure on Figure 5. The purge salinity is a good measure to predict the levels of fouling that would be present in a real process. It is shown that operating with slightly higher pressures than the optimal (up to 12 or 12.5) does not incur a big loss of power production, but can decrease significantly the purge salinity and avoid scaling of the membrane [44]. The purge flowrate varies inversely, increasing while the salinity decreases. In general, for better functioning of the process, it might be convenient to operate with higher purge flowrates, to avoid blockage, pumping issues, and having the purge drag impurities.

3.2.2. Simulation results and overall preliminary design
Once the optimal external pressure to be applied is determined, the strategy proposed in section 2.4 leads to the following results when introducing the experimental data. The schematic presented on Figure 6 shows the flowrates and salinities corresponding to the optimal pressure, different for each section.

![Fig. 6: Preliminary design results of the flowrates and salinities along the three sections of the membrane](image)

For a facility with the capacity to treat 30 m³/s of river water, some of the parameters are listed below:

<table>
<thead>
<tr>
<th>Table 1. Membrane parameters, operation variables and performance results</th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>Water permeability A</strong></td>
</tr>
<tr>
<td><strong>Salt permeability B</strong></td>
</tr>
<tr>
<td><strong>Hydraulic external pressure</strong></td>
</tr>
<tr>
<td><strong>Average osmotic gradient</strong></td>
</tr>
<tr>
<td><strong>Membrane area</strong></td>
</tr>
<tr>
<td><strong>Average power density</strong></td>
</tr>
</tbody>
</table>

3.3 Power capacity and process energetic costs
The total gross energy produced reaches 24 MW. Common turbine efficiency in energy recovery ratios are usually around 80%, though in some applications can reach up to 92% [45]. A conservative value of 80% has been taken for this work. To the resulting power produced from the turbine, other energetic costs must be deducted, their distribution is shown on Figure 7. The advantageous geography of the river mouth is demonstrated when observing the transport costs required. Pumping costs would amount to only 6%, including both intakes and discharges. The process responsible for the biggest energetic consumption is the pretreatment.
3.4 Potential power production: Analysis and improvement targets
Several more simulations have been performed and are presented on Figure 8, focusing on how much the power production would increase if membranes with higher permeability and more energetically efficient pretreatment processes were to be used.

As shown before (Fig. 7), the pretreatments take the biggest share of the energy losses and it is here where most efforts should be made to improve the feasibility of the process. 25% lower pretreatment costs (from 0.22 to 0.16 MJ/m³) would lead to 50% higher power production, or almost three times more for a 75% pretreatment cost reduction.

A hypothetical membrane with double water permeability, A, would lead to values near double the original power production (from 5.7 to 9.9 MW). A simultaneous increase of 25% in both water and salt permeabilities would show very similar results, though in practice it
would result in the reduction of the membrane area required. The combined situation, double permeability and 75% reduction on pretreatment would lead to a power production of more than triple, i.e. 19 MW.

3.5. Expected uncertainty
Due to the sensor measurement potential errors and the data variability, an uncertainty in the power capacity is to be expected. The design capacity of 5.8 MW could be reduced to 5.3 MW or increased to 6.3 MW (9% each) only considering the sensor errors, worst and best case scenario.

The work presented here has been carried out for average values of the experimental data for the gathering period. In order to take into account the influence of the variability of the data, simulations have been repeated for the maximum and minimum values of the salinities. The temperature variation was also considered, but it only showed negligible repercussions. The expected variation due to the salinity variability amounts to 4.66 MW (-20%) and 6.2 MW (7%) when the sea and river salinity reached minimum and maximum values respectively, and vice versa, that is, best and worst situation possible. Both effects combined would incur a variability of -24% and + 17% in the power capacity.

It is important to notice the greater negative effect caused by higher river salinity than the positive one due to higher sea salinity, even though the sensor is more precise when measuring river water. This observation is to be expected, due to the non-linear nature of the model (as described in section 2.3), in which fresh water with higher salinity leads to a harder penalization in the resulting water flux, and consequently in the power density.

4. Conclusions
In this work, the potential development of an osmotic power plant in the Colombian Caribbean region is proposed. On-site data of both Magdalena River and Caribbean Sea have been acquired. The potential capacity for a power plant facility has been estimated by modelling and simulation of the process, with special focus on not overestimating the salinity gradients and getting a more practical sense of the hypothetical process performance. A state-of-the-art membrane has been used in the simulations, showing that power densities could surpass the limit of 5 W/m², which is commonly accepted as the minimal value for an economically feasible design. The net power potentially achievable for a power plant treating 30 m³/s amounts to almost 6 MW and fits within the range of small hydropower plants. The overall efficiency is low, 24%, due to the energetic costs associated to the process. Design indications and improvement targets have been given, showing that if a more energetically efficient pretreatment process and higher permeability membranes were available, the net electrical production could be more than three times higher.

Acknowledgements
The authors wish to acknowledge the help provided by the Spanish Ministry of Economy through the project DPI2014-54530-R and the predoctoral grant BES-2015-073871, by the Junta de Castilla y León and European Regional Development Fund, UIC 233, and by the Banco Santander Iberoamérica Research Grants program.
References


